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 EDSM-10W
 3ɸ 230,460V 60Hz
 BASIC Circuit diagram

 NOTE
 1. POWER WIRE : 2.5SQ BLACK
 2. CONTROL WIRE : 1.5SQ RED
 3. EARTH WIRE : 2.5SQ GREEN

 MOTOR SPEC.
 1. HOIST : 3ɸ 3.5kW 4P
 2. TROLLEY : 3ɸ 0.75kW 6P

 ABBREVIATION
 BK : BLACK
 BN : BROWN
 RD : RED
 YL : YELLOW
 BL : BLUE
 GY : GRAY
 WT : WHITE
 GN : GREEN
 OR : ORANGE
 EM : EMERGENCY STOP
 UP : UP
 DW : DOWN
 EA : EAST
 WE : WEST
 PE : GROUND, EARTH
 TR : TRANSFORMER
 REC : RECTIFIER
 RES : RESISTOR
 TP : MOTOR THERMAL PROTECTOR
 F : FUSE
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